Abstract: Bank filtration schemes for the production of drinking water are increasingly affected by constituents such as sulphate and organic micropollutants (OMP) in the source water. Within the European project AquaNES, the combination of bank filtration followed by capillary nanofiltration (capNF) is being demonstrated as a potential solution for these challenges at pilot scale. As the bank filtration process reliably reduces total organic carbon and dissolved organic carbon (DOC), biopolymers, algae and particles, membrane fouling is reduced resulting in long term operational stability of capNF systems. Iron and manganese fouling could be reduced with the possibility of anoxic operation of capNF. With the newly developed membrane module HF-TNF a good retention of sulphate (67-71%), selected micropollutants (e.g., EDTA: 84-92%) and hardness (41-55%) was achieved together with further removal of DOC (82-87%). Fouling and scaling could be handled with a good cleaning concept with acid and caustic. With the combination of bank filtration and capNF a possibility for treatment of anoxic well water without further pre-treatment was demonstrated and retention of selected current water pollutants was shown.
Introduction
The present work was developed within the European project AquaNES. The goal of the project is to demonstrate the benefits of the combination of natural treatment processes with engineered systems as sustainable adaptations to e.g., water scarcity, high nutrient loads and organic micropollutants (OMP) in the water cycle.
Bank filtration schemes for the production of drinking water are increasingly affected worldwide by e.g., OMP, pathogens, nitrate or sulphate in the source water, flood and low water or riverbed clogging [1] [2] [3] [4] [5] [6] [7] . Within AquaNES new technology components were integrated and monitoring and operating regimes were adopted to further optimize water treatment in bank filtration schemes for these new requirements.
In Berlin, drinking water is produced from 54% bank filtrate, 16% groundwater recharge and 30% ground water [8] . One challenge for the drinking water supply is the increasing sulphate concentration in raw water. Background concentrations for sulphate in ground water of Berlin are mostly >100 mg/L, in the inner city >360 mg/L [9] . Selected wells already exceed the limit for drinking water of 250 mg/L [10] , reaching up to 900 mg/L at some eastern locations along the Havel River [11] . Sulphate in groundwater originates from different sources: leaching of dumps of building rubble
Materials and Methods

Feed Water Source
The water works Tiefwerder is one of nine water works supplying drinking water to the city of Berlin. A mixture of groundwater and bank filtrate is extracted by 55 wells along the river Havel with a well depth of 30-100 m. The water treatment consists only of aeration followed by rapid filtration to remove iron and manganese. Disinfection is not required but possible if necessary. The site was selected because of higher sulphate concentrations [12] and elevated EDTA concentrations in single wells [24] .
Data shown in this paper were collected during two different periods of operation: during the first period drinking water was used as feed water whereas during the second period well water (ground water and bank filtrate) from a collecting line of one well field was used. The operation with drinking water as feed water was carried out to get a baseline for the operational conditions. For an intensive sampling campaign during the well water period it was possible to operate only wells with higher concentrations of sulphate and EDTA to increase feed concentrations of these contaminants.
Capillary Nanofiltration
The pilot plant was planned and built by Pentair X-Flow BV and is equipped with a new developed capNF module (HF-TNF). A schematic overview is shown in Figure 1 . The filtration direction of the capillaries is inside-out. The plant is operated in feed and bleed mode, this means, during filtration a part of the concentrate is discharged and another part is recirculated over the membrane to increase the cross-flow velocity and therefore reduce concentration polarization and scaling (precipitations) on the feed side. Part of the permeate is stored in the permeate tank for backwash and cleaning and the excess permeate is drained in a nearby infiltration pond. All pumps are flow controlled and equipped with frequency converters. The membrane area is 40 m 2 and simulates one stage of a full-scale system. Operation with oxic, suboxic and anoxic feed water is possible. A chemical cabinet with four storage tanks and dosing pumps is available for flexible dosing of chemicals e.g., for membrane cleaning. The pilot plant is placed in a 40 ft. container and equipped with remote control for decentralized operation. One challenge for the treatment of anoxic source water is the operation under anoxic process conditions, as potential iron and manganese precipitation within the membrane material can result in irreversible loss of permeability. As permeate is used for hydraulic backwash cleaning after each filtration cycle, oxygen input needs to be prevented when tank levels change. Various measures were implemented to operate the capNF system under anoxic conditions: a flexible permeate tank (that prevents the entry of oxygen in permeate used for backwash), a continuously overflowing feed tank, oxidation-reduction potential (ORP) online measurements in feed, permeate and concentrate. Especially for removal of oxygen during start-up phase and after maintenance the option to dose sodium bi-sulphite to feed water was implemented. To prevent the influence of sodium bi-sulphite on water samples, the pilot plant was operated at least four days without sodium bi-sulphite before sampling. The plant is equipped with online measurements for operational parameters (flow, pressure, tank level, temperature) and for water quality parameter (conductivity, pH, ORP, color, turbidity, UV 254 ).
Different operational parameters were tested to investigate the efficiency of the membrane system including variation of: 
Membrane
Based on the already existing capillary open NF-membrane HFW1000 (Pentair X-Flow, Enschede, The Netherlands) a new tighter membrane (HF-TNF) was developed and full-scale test modules were produced for the Berlin capNF-pilot of the AquaNES project. The new membrane was improved for high retention of sulphate and removal of specific OMPs (such as EDTA) by applying specific extra coatings using Layer-by-Layer (LbL) technology as demonstrated in the research project LbLBRANE (EC 7th Framework Programme, Grant Agreement no. 281047) [34] . The principle of LbL technology is shown in Figure 2 . Both, the membrane fibers of the relatively open HFW1000 membrane and the HF-TNF, are manufactured from polyethersulfone (PES) and modified PES. The HF-TNF membrane has a negatively charged surface which ensures a strong binding with the positively charged polyelectrolytes to form coated layers. The MWCO of the HF-TNF is about 200-300 Da, estimated from retention measurements with organic substances with specific molecular weights such as polyethyleen glycol.
In total 11.376 capillary membrane fibers with an inner diameter of 0.8 mm and a length of 1.5 m are potted in a module resulting in a surface area of 40 m 2 . The outside diameter of the module housing is 0.2 m. With the coated separation layer on the inside of the fibers the optimal filtration direction is inside-out which reduces the risk of abrasive wear. With outside-in filtration, the separating layer is on the outside and the membrane is vulnerable for outside influences such as the movement of fibers against each other causing damage to the separating layer. Moreover, with inside-out filtration concentration polarization can be controlled more precisely resulting in a better permeate quality.
The HF-TNF module can be operated with a maximum system pressure of 7.0 bar, a maximum TMP of 6.0 bar and a maximum backflush pressure of also 6.0 bar. The operation temperature can be 0-40 • C. During filtration a pH from 3-11 and during chemical cleaning a pH of 2-12 is possible. The membrane is also resistant to chlorine, allowing the application of 200 mg/L NaOCl for cleaning.
Online Data and Water Analysis
Online data (pressure, flow rate, level, pH, ORP, T, UV 254 , color, turbidity) are logged every 20 s. Details on measured parameters, measuring locations and details of probes can be found in appendix, Table A2 . In addition, several calculated values were monitored and evaluated such as salt retention, recovery, cross-flow velocity, permeability, resistance, transmembrane pressure (TMP), pressure drop and flux. Online data were analyzed using a software tool [36] that was developed within AquaNES with the free software R [37] .
Regular sampling of feed, concentrate and permeate water was carried out every second week, during intensive sampling two times per week and complemented with occasional sampling of wastewater streams. Values for pH, temperature, ORP and oxygen were determined weekly using the portable multi-parameter probe SmarTROLL™ MP from In-Situ. All other chemical parameters were analyzed in the laboratory of Berliner Wasserbetriebe, including sulphate, DOC, iron species, manganese species, UV 254 , color (436 nm), total hardness, Ca, Mg and conductivity. Furthermore, selected organic micropollutants were analyzed, e.g., gabapentin, acesulfame, vinyl chloride, EDTA, methyl tertiary butyl ether (MTBE), tertiary butyl alcohol (TBA), carbamazepine-10,11-trans dihydrodiol (CBZD), valsartan acid, formylaminoantipyrine (FAA) and phenylethyl-malonamide (PEMA)). All parameters, measuring methods and limits of quantification (LOQ) can be found in appendix, Table A3 . For results <LOQ a value of 1 2 LOQ was used for calculations and figures.
Calculation of Energy Consumption
Calculation of the energy consumption was performed according to Sethi et al. [38] . The main part of energy is consumed by pumps (feed pump, circulation pump, backwash pump). The energy demand of the feed pump (E filt ) during filtration is calculated as follows:
where p filt is the pressure downstream of the feed pump during filtration;
. V filt is the volumetric filtration flow rate, η filt is the efficiency of feed pump during filtration and t filt is the filtration time. An efficiency of 0.7 was estimated for all pumps. For calculation of the energy demand of the circulation pump the axial pressure drop over the module length (∆p m ) is used:
with:
where U 0 is the average cfv at the entrance of a capillary; D cap is the diameter of the capillary and L cap the length of a capillary; A m is the total membrane surface and η c is the efficiency of circulation pump during filtration. The energy demand of the backwash and feed pumps was calculated according to Equation (1):
where p bw is the pressure downstream the backwash pump;
. V bw is the volumetric flow rate during backwash and η bw is the efficiency of the backwash pump; p ff is the pressure downstream of the feed pump during forward flush;
. V ff is the volumetric flow rate of forward flush and η ff is the efficiency of feed pump during forward flush. t bw and t ff are the times for backwash and forward flush, respectively. The specific energy consumption per m 3 produced permeate was calculated as following:
where .
V perm is the volumetric flow rate of permeate.
Chemical Cleaning
For the membrane cleaning, hydraulic and chemical procedures are available. The hydraulic cleaning consists of forward flush (with feed water), backwash (with permeate) and flush with permeate; backwash and forward flush can be carried out at the same time. The filtration cycle during the main trial period was one hour followed by a hydraulic cleaning. For optimizing of operation filtration cycles up to three days were tested.
The chemical cleaning was always started with a hydraulic cleaning. Chemicals were flushed in together with permeate and circulated on the feed side of the membrane. After circulation the chemicals were flushed out with permeate, followed by another hydraulic cleaning. Different chemicals were tested for cleaning: hydrochloric acid, sodium hydroxide and ascorbic acid, all chemicals and concentrations can be found in appendix Table A5 . The cleaning interval was varied as well as the chemical concentrations, temperature and soaking/circulation time. To evaluate the success of the cleaning, online data for permeability, TMP and pressure drop of the membrane were recorded and analyzed.
Results and Discussion
Operational Parameters and Energy Consumption
During the first phase of operation with drinking water as feed different fluxes were tested (see Section 2.2). As a flux of 30 L/m 2 ·h exceeded the maximum allowed TMP for this membrane (5.5 bar), the highest flux applied was reduced to 27.5 L/m 2 h.
In Figure 3 , the specific energy consumption for operation of the capNF system is shown for different operational phases with varying flux, recovery and cross-flow velocity. Main energy consumption is caused by the feed and circulation pumps, whereas the cleaning only had a minor influence. In Figure 4 the salt retention is displayed, calculated from the conductivity of feed water and permeate. Figure 3 ) resulted in an only minor increase of the specific energy consumption, whereas further increase to 27.5 L/m 2 ·h resulted in an increase by 31%. As salt retention only decreased slightly (5-15%, see Figure 4 ) for increasing flux, a flux of 22.5 L/m 2 ·h was selected for long term operation.
Increase of recovery from 50% to 75% (at constant flux and cfv, see dark blue box in Figure 3 ) resulted in 23% lower specific energy consumption, with not much change with further increase to 85%. Salt retention decreased by about 23-35% for increasing recovery ( Figure 4 ). Therefore, a recovery setting of 75% was preferred for long term operation.
Increase of cfv from 0.5 to 1.0 m/s (at constant flux and rec, see green box in Figure 3 ) resulted in an increase of specific energy consumption by almost 200% with similar salt retention. With a lower cfv of 0.2 m/s the energy consumption decreased by about 39% compared to 0.5 m/s, but with decreasing salt retention by about 16% ( Figure 4 ). As a higher fouling rate is expected with a low cfv, a cfv setting of 0.5 m/s was selected for further operation.
Salt retention is automatically calculated using the online conductivity measurement values in feed and permeate. The behavior during flux variation is not consistent. Increase of flux from 15.0 L/m 2 ·h to 22.5 L/m 2 ·h and further to 27.5 L/m 2 ·h (at constant rec and cfv, see light blue boxes in Figure 4 ) for a recovery of 75% resulted in a slight decrease of salt retention (2-4%), whereas for recovery of 50% and 85% no decrease or rather very slight increase of salt retention (0.5-2%) with the increase of flux from 15.0 L/m 2 ·h to 22.5 L/m 2 ·h and with further increase to 27.5 L/m 2 ·h in slight decrease (2.5%) was observed.
Increase of recovery (at constant flux and cfv, see dark blue box in Figure 4 ) resulted in a clear decreasing salt retention (18% in total).
Between cfv of 0.5 and 1.0 m/s (at constant flux and rec, see green box in Figure 4 ) only a marginal difference of 0.5% is visible, but with further decrease to 0.2 m/s also the salt retention decreases by about 5.5%.
Due to retention of dissolved salts an interface directly at the membrane surface with higher salt concentration is formed (concentration polarization). This causes an increased concentration gradient and therefore an increased permeation of salts; the thicker the interface the higher the concentration gradient. The thickness of interface increases with increasing flux, increasing recovery and decreasing cfv. These effects could be observed with the available data. The thickness can be decreased e.g., with an increase of cfv with increase of turbulence, with the effect of less concentration polarization and higher salt retention. In this case with cfv of 0.2-1.0 m/s only laminar flow conditions occur with calculated Reynolds numbers of about 160-800.
In summary, specific energy consumption increased with increasing flux and cfv and decreasing rec (see Figure 3) . For salt retention, retention decreases with increasing flux and recovery and decreasing cross-flow velocity (see Figure 4) . Same behavior was found for the retention of other compounds such as sulphate and DOC (not shown). But it must be noted: the additional energy consumption of capNF is in the same range as the total specific energy consumption for drinking water supply in Germany (0.51 kWh/m 3 [39] ).
The contribution of the hydraulic cleaning to the total energy consumption is very low (about 0.5%) compared to the feed and circulation pumps, which are the main energy consumers. Therefore, an increase of filtration time and consequential reduction of hydraulic cleaning only has a minor effect on the overall energy consumption. A potential for improving the energy consumption could be a further reduction of cfv, mainly values between 0.2 and 0.5 m/s should be tested, to get a sufficient retention together with low energy consumption. However, the increase of scaling or fouling on the feed side has to be observed with decreasing cfv. Further increase of recovery could also be an option to reduce the energy consumption of the filtration.
For the switch to well water sodium bi-sulphite was dosed to the feed water to remove all oxygen from pipes and membrane module. This procedure was also applied before and after every rebuilding, air integrity tests or other maintenance.
Operation with well water started with a low flux (15 L/m 2 h), low recovery (50%) and filtration time of 60 min to get the direct comparison with start conditions with drinking water. During this period no increase of TMP could be observed. Subsequently, the flux was increased to 22.5 L/m 2 ·h and the recovery set to 75%. With these settings a rapid increase of TMP was observed, the chemical cleaning could not control this increase and the flux and recovery had to be set back to start conditions until a suitable cleaning concept was found (see Section 3.3). With the improved cleaning concept the operation was possible with a flux of 22.5 L/m 2 ·h and recovery of 75% without problems.
As every backwash causes an interruption of production as well as a consumption of permeate with increasing amount of waste water, it was tested to increase the filtration time from 60 min to 24 h and further up to 72 h. It was observed that the increase of TMP was slower at 24 h and 72 h filtration time compared to 60 min, which was not expected. The filtration with these increased intervals was possible without any problems. The reason for the slower increase of TMP was assumed to be caused by lower entrance of oxygen via the permeate outlet. Although a flexible tank is installed to prevent the entrance of oxygen, a small amount of oxygen can enter the permeate side of the membrane with every backwash due to decreasing tank level. As a consequence, a higher amount of iron and manganese precipitation could be formed with increasing backwash frequency. However, a lower backwash frequency also results in longer stagnation of water in the permeate tank, which could lead to microbiological growth. To prevent this, an exchange with fresh permeate should be considered.
Retention of Compounds
In Table 1 selected parameters for feed water, permeate and concentrate are shown (see Table A1 in appendix for more detailed version). During the tests with well water the feed temperature was between 11 and 14 • C, the pH about 7, the ORP about 100 mV and the oxygen concentration below LOQ. 
1/m 0.3 ±0.00 (n = 5) <LOQ (n = 2) 1.0 ±0.14 (n = 2) UV 254 1/m 11.6 ±0.13 (n = 5) 1.0 ±0.14 (n = 2) 39. In Figure 5 , feed and permeate concentrations for selected parameters are shown. High retentions were found for UV 254 , DOC and sulphate: UV 254 could be reduced by 85-89%, DOC by 82-87% (four permeate samples <LOQ (<0.5 mg/L)) and sulphate by 67-71%. Medium retentions were determined for hardness (41-55%), calcium (40-54%) and magnesium (50-64%), as well as for iron species (48-49%) and manganese species (42%). Only minor retention was observed for conductivity (22-32%) since monovalent ions are hardly retained by capNF.
In Figure 6 , feed and permeate concentrations for selected OMPs are displayed. High retention of 84-92% was found for EDTA, medium retention of 44-58% for valsartan acid (similar for Gabapentin and FAA) and only minor or no retention for MTBE (also for TBA, acesulfame and vinyl chloride).
For iopamidol (LOQ = 0.02 µg/L), candesartan (LOQ = 0.01 µg/L) and olmesartan (LOQ = 0.01 µg/L) the permeate concentration was always <LOQ. As the feed concentration was less than 5 times of LOQ, the retention was not calculated. For CBZD, PEMA; primidone, gaba-lactam and carbamazepine retention could not be determined too, as the feed and permeate concentrations were only slightly above LOQ.
In Table 2 , feed concentrations and calculated retentions of selected parameters are compared for the sampling campaigns using drinking water and well water as feed. If the permeate concentration was below limit of quantification (LOQ), a value of 1 2 LOQ was used for calculation of the retention. In this case only feed concentration values of 5 times LOQ were used for calculation, otherwise no retention was calculated to prevent a high calculation failure.
The commercial available module HFW 1000 was developed for removal of color and natural organic matter; the new membrane HF-TNF was developed for improved retention of sulphate and selected OMPs. A comparison of both membranes can be found in Table 3 .
About the same retention of UV 254 was observed with a slightly higher retention of DOC. A much better retention is shown for bivalent ions such as hardness (Mg 2+ and Ca 2+ ).
Using capNF, the sulphate retention of about 67% could be sufficient for decentralized treatment of water from wells with higher concentrations of sulphate without using high pressure technology. For OMP, the retention depends on size, structure and charge of the molecule. The MWCO for the new HF-TNF membrane is 200-300 Da. For molecules with higher molecular weight (MW) such as EDTA (MW: 292.24 g/mol), FAA (231.251 g/mol), gabapentin (171.24 g/mol) and valsartan acid (266.08 g/mol) a medium/high retention was expected and could be confirmed by the laboratory results. Molecules with a lower MW such as MTBE (88.15 g/mol), TBA (74.12 g/mol) and vinyl chloride (62.50 g/mol) showed no or only minor retention, which was also expected. The weight of the molecules iopamidol (MW: 777.08 g/mol), candesartan (MW: 440.45/610.66 g/mol) and olmesartan (558.585 g/mol) is clearly above the MWCO of the membrane; a medium/high retention could be expected but could not be calculated due to low feed concentrations. Nevertheless, the permeate concentrations are always below LOQ. For CBZD (MW: 270.288 g/mol), PEMA (MW: 206.24 g/mol); primidone (MW: 218.252 g/mol), gaba-lactam (MW: 153.225 g/mol) and carbamazepine (MW: 236.27 g/mol) the feed concentration is slightly >LOQ too, but retention could hardly or not be detected. The weight of all molecules is in the range or below the MWCO; therefore medium/low or no retention was expected but could also not be shown with these low feed concentrations. The MW and the structure of OMP can be found in appendix, Table A4 .
The measured MTBE and TBA pollutions in well water of the water works are caused by a former fuel depot in an industrial area. The derived no-effect level (DNEL) for ground water for MTBE of 5 µg/L was defined by LAWA [42, 43] , only single wells show an elevated concentration; in drinking water the measured values are much lower. For TBA, a DNEL for ground water of 2 mg/L was defined by UBA [24, 43] , the measured values are far below DNEL. The pollution by vinyl chloride is caused by volatile chlorinated hydrocarbon contaminant plumes from a legacy from an industrial area. Because of carcinogenicity the limit value for drinking water is 0.5 µg/L [10] . Vinyl chloride is volatile and completely removed by common aeration of raw water [24, 43] .
For iron a reduction of 48% was observed, for manganese a reduction of 42%. In the present case the permeate concentrations are 0.97 ± 0.29 mg/L iron and 0.29 ± 0.06 mg/L manganese, this means a further treatment step is necessary to keep the limits for drinking water (iron: <0.2 mg/L; manganese <0.05 mg/L) [10] . Permeate could be fed back to the common drinking water treatment process of aeration and filtration to remove iron and manganese residues.
Hydraulical and Chemical Cleaning
Using drinking water as feed, no increase of TMP could be observed during all tested operational settings. Nevertheless, after each filtration cycle of 60 min a backwash was executed. Chemical cleaning was carried out before each change of operational parameters to set back the membrane starting conditions for the next test.
With well water as feed source and a flux of 15 L/m 2 ·h, recovery of 50% and cross-flow velocity of 0.5 m/s, only a slight increase of TMP of about 0.15 bar during the first days was visible, therefore preventive weekly chemical cleaning was carried out. With a higher flux of 22.5 L/m 2 ·h and higher recovery of 75% the TMP increased rapidly, which indicates a high fouling potential of the feed water. With hydraulic cleaning and chemical cleaning with HCl and NaOH it was not possible to restore the starting TMP. As tests with higher chemical concentrations and higher temperature during the cleaning process did not show any success, HCl was exchanged with ascorbic acid which resulted in a successful restoration of the TMP to start conditions (see Figure 7) . A second acid cleaning after caustic cleaning is necessary to prevent high pH values and precipitation of feed water compounds during the following first filtration cycle. With adaptation of the control software the use of two kinds of acid for the chemical cleaning process was possible. To reduce the consumption of the more expensive ascorbic acid, the second acid cleaning to lower the pH inside the module was carried out with HCl.
Main fouling was expected from precipitation of iron and manganese due to dissolved iron and manganese concentrations in well water. The common used cleaning concept with HCl and NaOH was not successful for well water as feed water. With the change from HCl to ascorbic acid for chemical cleaning the initial TMP could be restored. The reductive dissolution of iron from fouled membranes using ascorbic acid was already described in former studies [44, 45] .
However, with the use of ascorbic acid the amount and costs for chemical cleaning increase. The goal, to reduce the amount or replace ascorbic acid, is still in progress. As first successful step the second acid cleaning to lower the pH is now carried out with HCl instead of ascorbic acid, resulting in a reduction of ascorbic acid consumption by 50%. Tests with reduced ascorbic acid amounts and adjustment of pH with HCl during the first acid cleaning were also carried out, here first positive results could be observed but longer test duration is necessary. In further trials e.g., citric acid could be tested as cheaper alternative, but was found to be less effective in other studies [45] . Also, oxalic acid could be another substitute because of its reducing properties.
The backwash showed no additional positive effect on membrane performance, a reduction of backwash intervals was possible without any problems. The disadvantage of oxygen introduction to the backwash process is caused by insufficient exclusion from ambient air at the pilot plant. As each hydraulic cleaning cause an interruption of the production process and consumption of permeate, the increase of filtration time is recommended.
Online Probes
Several online probes are installed in feed, circulation, concentrate and permeate pipes. The measuring values are regularly compared with manual measurements and lab results. The s::can probes for turbidity, UV 254 and colour showed iron/manganese fouling in bypass hoses and on measuring window. A regular (weekly) cleaning with HCl (5%) was necessary to produce usable results. The Endress + Hauser probes for conductivity (conductive measuring principle) showed no stable measuring values after switch to operation with well water, here also iron/manganese precipitation were found. After cleaning of probes with HCl (5%) the measured values decrease within a few hours, the evaluation of this data was not possible. It was decided to install new probes with inductive measuring principle (Endress + Hauser, Indumax CLS50D); this allows measurement without media contact. After installation of the new probes a stable measuring value was observed for conductivity with much less cleaning effort.
Concentrate Discharge
During operation of capNF about 25% of concentrate will be discarded continuously. The drainage or treatment of such waste water is a significant problem and cost factor in membrane processes. Different possibilities exist for handling of concentrate: in most cases it is discharged to the receiving water body, sporadically discharged to the sewer for further treatment [46] . However, other technologies for zero liquid discharge (ZLD) are currently under investigation. ZLD is a concept to avoid liquid waste in membrane processes with the possibility to reuse water and salts. In [47] thermal processes for concentrate (brine) treatment are described as not economical because of high investment costs and high energy consumption. To reduce costs, membrane processes for post-treatment of brine are tested to reach higher brine concentrations and thus reduce liquid waste prior thermal treatment. One challenge is the presence of compounds which cause fouling and scaling during membrane processes. These compounds must be removed via pre-treatment, depending on brine source and typical contaminants, promising technologies include chemical precipitation or coagulation, electrocoagulation, ion exchange or adsorption [47] .
Conclusions
The results of the tests have shown that the operation of capillary nanofiltration under anoxic conditions is possible at a flux up to 22.5 L/m 2 ·h and a recovery up to 75%. Pre-treatment via bank filtration resulted in low organic fouling. The fouling caused by precipitation of iron and manganese could be removed with an optimized operation and cleaning concept using effective chemicals.
With the new developed HF-TNF membrane module good retentions of DOC (82-87%), sulphate (67-71%) and hardness (41-55%) could be demonstrated. In addition, micropollutants were retained depending on size and charge of the molecule, e.g., EDTA (84-92%).
Results indicate that a stable long-term operation of the membrane system is possible. With a filtration time of 24 h and backwash with forward flush after each cycle the operation was stable. A two-weekly chemical cleaning with ascorbic acid/HCl and caustic led to an effective reduction of slowly increasing TMP. 
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